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1. (N) 38x30 SA AND 38x30 EA DUCTWORK ENCLOSED IN
(N) RATED SHAFT, MIN 80x36 ID CLEAR, UP. REFER TO
ARCHITECTURAL PLANS.

2. CONNECT DUCT TO INTEGRATED CEILING PER
MANUFACTURER'S REQUIREMENTS. TRANSITION AS
REQUIRED.

(E) TU RELOCATED. SEE MD-102.
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BOTTOM OF GRILLE 7" AFF.

SPACE PRESSURE DIFFERENTIAL SENSOR.

6. "BALL-IN-THE-WALL" FOR AIRFLOW DIRECTION
VISUAL VERIFICATION. INSTALL PER
f | MANUFACTURER'S RECOMMENDATION.

7 BACKDRAFT DAMPER TO ENSURE POSITIVE AIRFLOW
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1. FIELD VERIFY (E) CONDITIONS PRIOR TO
COMMENCEMENT OF WORK. NOTIFY ENGINEER OF ANY
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Y - Y - — 1100 — - —T i o a4 - o \® | 1 - \[ FACILITY ENGINEER/ VA OFFICIAL REPRESENTATIVE TO
SEMI-RESTRICTED 18x19 }a& | 6-207 q g GET NECESSARY PERMIT TO ISOLATE (E) FUNCTIONAL
L —— } av \ J N T TD , MECHANICAL SERVICES PRIOR TO COMMENCEMENT OF
AN VAV H ANY NEW WORK INDICATED ON THIS DRAWING.
() P % ® THE CONTRACTOR SHALL BE RESPONSIBLE TO
\ W‘ \ PROTECT ALL (E) BUILDING SERVICES, (E) BUILDING
\ Z STRUCTURE & ARCHITECTURAL ELEMENTS ETC.
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PIPING ETC. ARE APPROXIMATE AND ARE INDICATED
FOR REFERENCE ONLY. THIS CONTRACTOR SHALL BE
RESPONSIBLE TO VERIFY AND COORDINATE EXACT
LOCATIONS AND ELEVATIONS IN THE FIELD.
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5. COORDINATE WITH GENERAL CONTRACTOR FOR ANY
FLOOR/CEILING/WALL/ROOF PENETRATION OR CORE
DRILLING WORK, INCLUDING ANY WORK IN THE RISER
SHAFT SPACE ETC. NO WORK SHALL BE PERFORMED

; WITH OUT APPROVAL FROM VA OFFCIALS/VA FACILITY

16x14 ENGINEER/GENERAL CONTRACTOR.

COORDINATE WITH G.C. FOR CEILING ACCESS TO
CARRY OUT ALL MECHANICAL/PLUMBING WORK.

80/(E)160 i 8x8 COORDINATE WITH G.C. TO PROVIDE ALL NEW CEILING

= ACCESS PANELS THAT ARE NECESSARY FOR THE

\ =] ﬁ - MAINTENANCE & SERVICE OF THE NEW MECHANICAL
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10 ' . EQUIPMENT AS RECOMMENDED BY THE EQUIPMENT
Sl — MANUFACTURERS.
— 7. COORDINATE EXACT LOCATIONS OF THERMOSTAT WITH
8x6 jl:_ \_/

480
14x12

_|
8x6

THE ARCHITECT BEFORE INSTALLATION.

COORDINATE WITH GENERAL CONTRACTOR TO

PROVIDE CEILING ACCESS PANELS TO ACCESS ALL

VOLUME AND MOTORIZED DAMPERS LOCATED OVER

NON- ACCESSIBLE CEILING.
) . PROVIDE REMOTE OPERATOR DAMPER WHERE

/éE ‘ CEILING IS NON-ACCESSIBLE.

A\l 10. PROVIDE TRANSITIONAL DUCTWORK WHERE EVER

) REQUIRED TO CONNECT TO DUCT SIZES SHOWN IN THE

PLAN.

11. LOCATIONS OF NEW EQUIPMENT, DUCTWORK, PIPING
ETC. ARE APPROXIMATE. CONTRACTOR SHALL INCLUDE
IN HIS BID ALL REQUIRED OFFSETS, TRANSITIONS,
FITTINGS ETC. THAT ARE REQUIRED TO ROUTE THE
NEW DUCTWORK AND PIPING TO AVOID CONFLICTS
WITH (E) BUILDING STRUCTURE AND OTHER BUILDING
SERVICES.

12. TAB CONTRACTOR TO REBALANCE ALL TERMINAL

BOXES, VOLUME DAMPERS, AND ASSOCIATED

DIFFUSERS SERVED BY AHU-6
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